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Recommended cable routing for terminated modules.

Recommended cable routing for patch cords.

Mini-Com Angled Modular Patch Panels
Part Numbers: CPPLA24WBLY, CPPLA48WBLY, CPPLA72WBLY, CPPA24FMWBLY, 

CPPA48FMWBLY, CPPA72FMWBLY

All cables should flow directly into vertical cable managers 
on the corresponding side of the Angled Panel.


