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How to connect Actassi S-One Unshielded 

connector to reach high performance

USC

E473709

PoE+

4P PoE+

DC power 100W

Cat 5e

Cat 6

U/UTP Ø 6 mm

b*

b*

b*

U/UTP Ø 7 mm

c*

Cat 6
A

VDICD60X218 Cat 6A

CL-C U/UTP

CL-MNC U/UTP

CL-MNC U/UTP Cat 6

Cat 5e

Cat 6

Cat 5e
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EIA-TIA 568B (100Ω)

B Convention B

How to prepare a U/UTP cable 

with The norm EIA-TIA 568B

to reach high performance ?
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How to prepare a U/UTP cable 

with The norm EIA-TIA 568A
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How to prepare a U/UTP cable 

with The norm EIA-TIA 568B

to reach performance ?
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