
1 2

BORIS   HIGHBAY BORIS  HIGHBAY

Montá ny návodSKUputstvo za monta uHR
NL Montagehandleiding

Instructiuni de montajRO
Navodilo za monta oSLO

Instrukcija za instalacijuSRB

CN

OPTION 

OPTION 

Part A is not an included accessory. 
Part B、C is provided with lightin xture.

A
B

D

Part D is an optional accessory and is 
required to be purchased separately.

SAP Code Voltage 

100-277V

100-277V
100-277V

100-277V

IP

65

65
65

65

lm 

30000

19000
13000

25000

HZ

50/60Hz

50/60Hz
50/60Hz

50/60Hz

CCT

4000

4000
4000

4000

lm /W

130

136
13

135

Suitability

indoors

indoors
indoors

indoors

PF 

0.95

0.95
0.95

0.95

-30~+45°C
-30~+45°C
-30~+45°C
-30~+45°C

  Operating
temperature

φ295x102

   Size without hook
(mm)

φ295x102

 φ373x111
φ373x111

Power 

230W

140W
95W

185W

Product Description

BORIS 300 13000 840 
BORIS 300 19000 840   
BORIS 375 25000 840 
BORIS 375 30000 840

 96634055
 96634056
 96634057
 96634058

(100-277V AC)

A C

D

(100-277V AC)

Product SAP Code
 96634055
 96634056
 96634057
 96634058

 doC PAS purritS
(62443669  6pcs/Box)
(62443669  6pcs/Box)
(72443669  6pcs/Box)
(72443669  6pcs/Box)

φ295x144
φ295x144

 φ373x153
φ373x153

Size with hook
(mm)

C

B

M10

M10
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a

Ⅱ

IP65IK08

5. Only to be installed outside arms reach.

 (AC Power Input 100-277V AC)

b

c

d

(AC IN 100~277V)

LED driver side

e

(Emergency Input)
 (AC Power Input  100-277V AC)Ⅱ

a

(Emergency Input)

b

c

f

 

LED driver side

g
(AC IN 100~277V)

1

2

3

OFF

OFF

6.5-12mm

30mm

10mm

1-2.5mm
MAX

2

Thorn Lighting Limited, Durhamgate, 
Spennymoore, Co Durham, DL16 6HL, UK

Zumtobel Lighting GmbH, Schweizer 
Strasse 30,6850 Dornbirn, Austria




